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 22 
Abstract²This paper proposes a flexible active power filter controller operating selectively to satisfy a set of desired load 23 
performance indices defined at the source side. The definition of such indices, and of the corresponding current references, is based on 24 
the orthogonal instantaneous current decomposition and conformity factors provided by the Conservative Power Theory. This flexible 25 
approach can be applied to single- or three-phase active power filters or other grid-tied converters, as those interfacing distributed 26 
generators in smart grids. The current controller is based on a modified hybrid P-type iterative learning controller which has shown 27 
good steady-state and dynamic performances. In order to validate the proposed approach, a three-phase four-wire active power filter 28 
connected to a nonlinear and unbalanced load has been considered. Experimental results have been generated under ideal and non-29 
ideal voltage sources, showing the effectiveness of the proposed flexible compensation scheme, even for weak grid scenarios. 30 
 31 
I. INTRODUCTION 32 
The research on control techniques for active power filters applicable to smart distribution grids and microgrids under non-33 
sinusoidal and/or asymmetrical operations, is motivated by the increasing percentage of power generated from primary energy 34 
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sources interfaced through power electronics converters. Distributed generation increases the availability and reliability of the 1 
power delivery, enables an increase in power capacity without infrastructural investments but reduces the stiffness of the power 2 
system. As a consequence, the equivalent voltage source seen at the PCC of a microgrid ± or in general of a distribution feeder ± 3 
tends to deviate from ideality, presenting harmonic content and unbalanced fundamental voltages. 4 
From a general perspective, active power filters (APFs) compensating unwanted load current components have been subject 5 
of extensive studies during the last thirty years. The contributions to the literature range from type of filters [1], filter topologies 6 
[2],[3] design of passive and active elements [4],[5], controller schemes [6]-[8], control strategies [9]-[11], power theories 7 
applied to active compensation [12]-[14], selective and flexible compensation objectives [15]-[19] and non-ideal voltage 8 
operation [20],[21], these last two are the focus of this paper. The development of an APF controller highly depends on the 9 
adopted power theory, which directly impacts on the control strategy, filter design and compensation results. In particular, time-10 
domain methods such as the pq-Theory [13] and the modified pq-Theory [11] have been the most applied strategies. There are 11 
other options, such as the id-iq method [22], and many others that can be found in [6],[10],[12],[23]. However, p-q and id-iq 12 
control strategies are sensitive to voltage non-idealities and their results are difficult to be analyzed under distorted and 13 
asymmetric voltage conditions [9],[15],[24]. 14 
On the other hand, in a smart grid scenario with pervasive use of distributed generators, the power available from primary side 15 
of renewable distributed generators (DGs), such as photovoltaic or wind energy sources is often lower than the power rating of 16 
their switching power interfaces (SPIs), due mainly to their intermittent characteristics. This enables the use of the SPI in other 17 
operating modes, providing ancillary services such as unwanted current compensation in smart gird scenario. In this context, a 18 
selective compensation strategy should be considered, since it allows to design the active compensator components (switches, 19 
inductors, capacitors, etc.) based on a minimum amount of particular disturbing effects (harmonics, unbalances and phase-shift) 20 
[16]-[19] or selected harmonics [6] and also to enhance the operation of DGs, when operating close to their power/current 21 
ratings, considering that priority is always given to active power generation from the DG. 22 
Hence, the main goal of this paper is to use the set of load conformity factors defined in [25], as a flexible approach to define 23 
the current references for shunt APFs operating on a weak grid with unbalanced and/or distorted voltages. Such factors are based 24 
on the orthogonal (decoupled) currents decomposition described by the Conservative Power Theory (CPT) [14]. Thus, the CPT 25 
conformity factors can be defined as load performance indices and applied as in [18],[19]. 26 
Furthermore, the proposed control strategy can generate accurate current references to reach a desired set of performance 27 
indices at the point of common coupling (PCC) by using proper scaling coefficients. As these can be adjusted independently, 28 
thanks to the decoupled nature of the CPT decomposition, the reference generator is very flexible and allows selective reduction 29 
of load disturbing effects, in any percentage, to meet whichever consumer or utility criteria.  30 
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The proposed current reference generator is defined in the time-domain, differently from [16] that proposed a flexible 1 
frequency-domain methodology, by means of recursive discrete Fourier transform. As anticipated, differently from the most 2 
traditional schemes, the proposed approach guarantees a good compensation performance even under distorted and/or 3 
asymmetrical voltage conditions that are of great relevance to the smart grid scenario. This enhancement occurs because the 4 
CPT terms are average power quantities over a line period and they are related just to the load undesired characteristic, 5 
inherently reducing the impact of non-idealities from the voltage source. It also does not need any kind of reference-frame 6 
transformation [15],[18] as traditional p-q and d-q methods. 7 
Experimental results are provided to evaluate the steady-state and dynamic response of the proposed compensation scheme 8 
and also to validate the feasibility and flexibility of the proposed approach. 9 
II. BASIC CONCEPTS AND DEFINITIONS ABOUT CPT AND THE LOAD CONFORMITY FACTORS 10 
The Conservative Power Theory (CPT) [14] is a time-domain based power theory, valid for single-phase and three-phase 11 
systems, with three or four-wire circuits, independent from the purity of voltage and current waveforms, as required by other 12 
power theories, which are more sensitive to voltage distortion and asymmetry [9]. 13 
In the following description, lowercase and uppercase variables are, respectively, instantaneous and RMS values. Boldface 14 
YDULDEOHVUHIHUWRYHFWRUTXDQWLWLHVFROOHFWLYHYDOXHVDQGWKHVXEVFULSW³m´indicates phase variables. Such theory is valid for 15 
generic poly-phase circuits under periodic operation. 16 
A. Instantaneous orthogonal currents decomposition 17 
The CPT is based on the orthogonal decomposition of instantaneous phase currents, which can be split into different 18 
components: 19 ݅௠ ൌ ݅௔௠௕ ൅ ݅௥௠௕ ൅ ݅௠௨ ൅ ݅௩௠ ൌ ݅௔௠௕ ൅ ݅௡௔௠ǡ (1) 
such that ݅௔௕ is the balanced active current; ݅௥௕ is the balanced reactive current; ݅௨ is the unbalance current; ݅௩ is the void current 20 
and ݅௡௔ is the non-active current. 21 
The balanced active currents have been determined as the minimum currents needed to convey total active power (ܲ ൌ22  ? ௠ܲெ௠ୀଵ ) absorbed at the PCC. They are given by: 23 
݅௔௠௕ ൌ ۃ࢜ǡ ࢏ۄԡ࢜ԡଶ  ? ݒ௠ ൌ ࢂܲଶ  ? ݒ௠ ൌ ܩ௕  ? ݒ௠ǡ (2) 
where ۃ࢜ǡ ࢏ۄ represents internal product, which can be calculated by the result from the dot product of voltage (v) and current (i) 24 
vectors through a moving average filter; ԡ࢜ԡ ൌ ඥ ௔ܸଶ ൅ ௕ܸଶ ൅ ௖ܸଶ ൌ ࢂ is the collective RMS value (Euclidean norm) of the voltages 25 
and ܩ௕  is the equivalent balanced conductance. 26 
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Similarly, the balanced reactive currents have been defined as the minimum currents needed to convey total reactive energy 1 
(ܹ ൌ  ? ௠ܹெ௠ୀଵ ) drained at the PCC. They are given by: 2 
݅௥௠௕ ൌ ۃ࢜ෝǡ ࢏ۄԡ࢜ෝԡଶ  ? ݒො௠ ൌ ࢂܹ෡ଶ  ? ݒො௠ ൌ ܤ௕  ? ݒො௠ǡ (3) 
where ݒො௠ is the phase voltage integral without average value (named unbiased time integral) and ܤ௕
 
is the equivalent balanced 3 
reactivity. 4 
The balanced active and reactive currents always have the same waveforms of the phase voltages (ݒ௠) and the phase voltage 5 
integrals (ݒො௠), respectively. Note that the ³EDODQFHG´term is related to load symmetry and not to current symmetry. 6 
In a case of balanced load, the PCC only absorbs balanced active and reactive currents, otherwise it also drains unbalance 7 
currents, which have been defined as: 8 ݅௠௨ ൌ ሺܩ௠ െ ܩ௕ሻ  ? ݒ௠ ൅ ሺܤ௠ െ ܤ௕ሻ  ? ݒො௠Ǥ (4) 
ܩ௠ ൌ ௠ܸܲ௠ଶ  Ǣ ܩ௕ ൌ ࢂܲଶ ܽ݊݀ܤ௠ ൌ ௠ܹ෠ܸ௠ଶ  Ǣ ܤ௕ ൌ ࢂܹ෡ଶǡ (5) 
such that ܩ௠ and ܤ௠ are the phase equivalent conductance and reactivity. Note that if the load is balanced the phase equivalent 9 
conductance is equal to the equivalent balanced conductance (ܩ௠ ൌ ܩ௕). Similarly, the reactivity parameters are equal (ܤ௠ ൌ10 ܤ௕).  11 
The void currents are defined as the remaining phase currents. They do not convey active power or reactive energy and 12 
represent all the load nonlinearity currents (harmonics). However, they cause power loss and/or electromagnetic interference in 13 
the utility lines. 14 ݅௩௠ ൌ ݅௠ െ ݅௔௠௕ െ ݅௥௠௕ െ ݅௠௨ Ǥ (6) 
All the previous current components are orthogonal to each other. Thus, the collective RMS current can be calculated by: 15 ࡵଶ ൌ ࡵ௔௕ଶ ൅ ࡵ௥௕ଶ ൅ ࡵ௨ଶ ൅ ࡵ௩ଶ ൌ ࡵ௔௕ଶ ൅ ࡵ௡௔ଶ Ǥ (7) 
Accordingly, multiplying the collective RMS current and voltage, the apparent power (A) can be also split into: 16 ܣଶ ൌ ࢂଶ  ? ࡵଶ ൌ ܲଶ ൅ ܳଶ ൅ ܰଶ ൅ ܦଶǡ (8) 
where P is the active power; Q is the reactive power; N is the unbalance power and D is the distortion power.  17 
B. Load conformity factors 18 
By means of the CPT, a set of performance indices can be defined to characterize different aspects of load operation. They are 19 
based on the orthogonal current/power decomposition and have been proposed in [25]. 20 
The general conformity factor is the power factor (ߣ), which is affected by reactive current circulation, load unbalance, 21 
current nonlinearities. Unit power factor represents current waveforms proportional to voltage waveforms (as in case of balanced 22 
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resistive loads). 1 
ߣ ൌ  ࡵ௔௕ටࡵ௔௕ ଶ ൅ ࡵ௡௔ଶ  ൌ  ࡵ௔௕ࡵ  ൌ  ܲܣǤ (9) 
Of course, under sinusoidal and symmetrical (or single-phase) voltage and current conditions, ߣ is equal to the traditional 2 
fundamental displacement factor (cos ׋1), where ׋1 is the phase angle between fundamental phase voltage and current. However, 3 
this relation is not correct if the grid voltages and/or currents are distorted and/or unbalanced. 4 
The reactivity factor (ߣொ) has been defined as: 5 
ߣொ ൌ ࡵ௥௕ටࡵ௔௕ ଶ ൅ ࡵ௥௕ଶ ൌ ܳඥܲଶ ൅ ܳଶǡ (10) 
and it reveals the presence of reactive energy in linear inductors and capacitors, or even fundamental phase shifting caused by 6 
nonlinear loads (e.g., thyristor rectifiers). For single- or balanced three-phase circuits, with sinusoidal supply voltages, ߣொ could 7 
be calculated as ߣொ=sin(׋1). 8 
The unbalance factor (ߣே) has been defined as: 9 
ߣே ൌ ࡵ௨ටࡵ௔௕ ଶ ൅ ࡵ௥௕ଶ ൅ ࡵ௨ଶ  ൌ ܰඥܲଶ ൅ ܳଶ ൅ ܰଶǡ (11) 
which indicates possible unbalances on the load equivalent phase impedances (conductances and reactivities). Such factor 10 
results zero only if the load is balanced, independently of voltage symmetry or distortion. 11 
In case of sinusoidal and symmetrical supply voltages, the unbalance factor can also be related to the traditional positive, 12 
negative and zero sequence unbalance factors, FDOFXODWHGE\PHDQVRI)RUWHVFXH¶V WUDQVIRUPDWLRQRQ the fundamental current 13 
waveforms. 14 
Finally, the distortion factor (ߣ஽) has been defined as: 15 
ߣ஽ ൌ ࡵ௩ටࡵ௔௕ ଶ ൅ ࡵ௥௕ଶ ൅ ࡵ௨ଶ ൅ ࡵ௩ଶ ൌ ࡵ௩ࡵ ൌ ܦܣǡ (12) 
which reveals the presence of load nonlinearities (distortion currents). Considering single-phase or balanced three-phase loads, 16 
supplied by ideal voltages, such conformity factor may be associated to the conventional current total harmonic distortion 17 
(THDI). ߣ஽ ൌ  ? means that the load is linear and ܩ௠ and ܤ௠ are constant over time. 18 
Based on the previous definitions, the relationship among the initial global power factor and the other factors can be 19 
expressed by: 20 
ߣ ൌ ට൫ ? െ ߣொଶ ൯  ?ሺ ? െ ߣேଶ ሻ  ? ሺ ? െ ߣ஽ଶ ሻǡ (13) 
which allows us to independently assess the influence of each conformity factor on the global power factor. Under ideal 21 
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operation, the reactivity, unbalance and distortion factors are equal to zero, since they express the non-idealities of the power 1 
circuits, whereas the Ȝ results unitary, since it expresses the circuit efficiency. 2 
III. PROPOSED FLEXIBLE COMPENSATION STRATEGIES 3 
Following, the proposed current reference generator will be described, as well as the overall control scheme adopted for a 4 
three-phase four-wire APF. 5 
A. Basic concepts behind selective compensation strategies 6 
Based on the decoupled nature of the CPT current terms, the APF must generate the accurate amount of unwanted load 7 
current to vanish with the related disturbing effect at a port of interest (e.g. PCC). Then, assuming full compensation of a 8 
particular component x, the APF should simply inject/absorb the opposite unwanted load phase currents (݅௫௠), as follows: 9 ݅௫௠כ௙ ൌ െ݅௫௠ (14) 
VXFKWKDWWKHVXEVFULSW³x´DVVXPHVany of the previous CPT current terms (݅௥௠௕ , ݅௠௨ , ݅௩௠ and ݅௡௔௠), consequently defining the 10 
selective compensation strategy. 11 
B. Flexible load conformity factors compensation 12 
The flexible conformity factor compensation is based on the idea of driving the APF to provide the minimum amount of 13 
current/power required to reach, at the PCC, a particular result. At this stage, let us assume that the current loop controller has 14 
enough bandwidth to accurately track the current references, then, we can write: 15 ݅௫௠כ௙ ൌ ݅௫௠௦ െ ݅௫௠ǡ (15) 
such that the ݅௫௠௦  LVWKHVRXUFHSKDVHFXUUHQWVFRUUHODWHGWRWKH³x´&37WHUP,WLVSRVVLEOHWRUHZULWHWKHwanted source phase 16 
currents as a function of the load phase currents and a scaling coefficient, as following: 17 ݅௫௠כ௦ ൌ ݇௫  ?௫݅௠ǡ (16) 
where ݇௫ represents the scaling coefficient associated to each CTP current component, corresponding to a specific amount of 18 
unwanted current term x that is tolerated at the PCC. Finally, replacing (16) in (15) we found: 19 ݅௫௠כ௙ ൌ ݇௫  ?௫݅௠ െ ݅௫௠ ൌ ݅௫௠  ?ሺ݇௫ െ  ?ሻǤ (17) 
Note that (݇௫ ൌ  ?) means no compensation, since ݅௫௠כ௙  is zero, and (݇௫ ൌ  ?) means full compensation, since ݅௫௠כ௙  is equal to the 20 
opposite unwanted load currents. From (16), the collective RMS value of the wanted source currents is: 21 
ࡵ௫כ௦ ൌ ݇௫  ? ࡵ௫ ൌ ඩ෍ሺ݇௫  ? ܫ௫௠ሻଶெ௠ୀ଴ Ǥ (18) 
Thus, considering all possible compensation schemes, the desired conformity factors at PCC and the scaling coefficients are 22 
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calculated as follows: 1 
ߣכ ൌ ࡵ௔௕ටࡵ௔௕ ଶ ൅ ࡵ௡௔כ ଶ  Ǣ (19) 
ߣொכ ൌ ࡵ௥௕כටࡵ௔௕ ଶ ൅ ࡵ௥௕כଶ  Ǣ (20) 
ߣேכ ൌ ࡵ௨כටࡵ௔௕ ଶ ൅ ࡵ௥௕ଶ ൅ ࡵ௨כଶ  Ǣ (21) 
ߣ஽כ ൌ ࡵ௩כටࡵ௔௕ ଶ ൅ ࡵ௥௕ଶ ൅ ࡵ௨ଶ ൅ ࡵ௩כ ଶǤ (22) 
As shown in Fig. 1, the desired conformity factors are set by the priority resolver block, such as in [18]. It receives the 2 
measured quantities (PCC voltage, vPCC; load, iL; and filter, if; currents) and processes the references based on the filter nominal 3 
capacity and desired compensation objective. 4 
x Power factor compensation 5 
From (9) and (19) the collective RMS value of load non-active current (ࡵ௡௔) and wanted non-active current (ࡵ௡௔כ ) can be 6 
rewritten as follows: 7 
ࡵ௡௔ ൌ ࡵ௔௕ߣ  ?ඥ ? െ ߣଶܽ݊݀ࡵ௡௔כ ൌ ࡵ௔௕ߣכ  ?ඥ ? െ ߣכଶǤ (23) 
Then, substituting (23) in (18) we can find the non-active scaling coefficient as a function of load power factor and desired 8 
power factor (power factor reference): 9 
݇௡௔ ൌ ߣߣכ  ?ඨ ? െ ߣכଶ ? െ ߣଶ Ǥ (24) 
From (24) and (17) the flexible non-active current references are generated as: 10 ݅௡௔௠כ௙ ൌ ݅௡௔௠  ?ሺ݇௡௔ െ  ?ሻǤ (25) 
When ߣכ is unitary, the non-active scaling coefficient (24) becomes zero, making the current references equal to the opposite 11 
of non-active currents (25), leading to grid currents free of undesired load disturbing effects. 12 
Note that the conformity factors refer to load characteristics, thus the current waveforms expected from this case should have 13 
the same waveforms of the PCC voltages. 14 
x Reactivity conformity factor compensation 15 
In a similar way, substituting (10) and (20) in (18) the reactive scaling coefficient is calculated as: 16
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 ݇ொ ൌ ߣொכߣொ  ?ඨ ? െ ߣொଶ ? െ ߣொכ ଶǤ (26) 
It is important to recall that the compensation of the reactivity conformity factor can be performed for a three-phase system, in 1 
steady-state, without energy storage components such as capacitors or reactors, as proposed in [13]. For single-phase systems 2 
the storage element is required. 3 
x Unbalance conformity factor compensation 4 
As before, from (11) and (21) in (18) the unbalance scaling coefficient is: 5 
݇ே ൌ ߣேכߣே  ? ඨ ? െ ߣேଶ ? െ ߣேכ ଶǤ (27) 
Also here, when the unbalance conformity factor reference assumes its ideal value (ߣேכ ൌ  ?), the scaling coefficient becomes 6 
zero, generating current references equal to the unbalanced load currents. 7 
To perform this compensation strategy, even in steady-state, an energy storage element is needed, because the unbalance 8 
currents can be split into unbalanced active and reactive currents [14]. 9 
x Distortion conformity factor compensation 10 
Finally, from (12) and (22) in (18) the distortion scaling coefficient is: 11 
݇஽ ൌ ߣ஽כߣ஽  ? ඨ ? െ ߣ஽ଶ ? െ ߣ஽כ ଶǤ (28) 
The effectiveness of this compensation strategy is straightly related to the bandwidth of the current control loop. Its 12 
performance is as good as the current controller capacity to track high harmonic contents. 13 
As the void currents do not convey active power [14], the DC link power balance is not affected by distortion compensation in 14 
steady-state. 15 
C. Flexible current reference generator 16 
The ideal goal of an APF is to remove all the unwanted current components. Nevertheless, this might require significant 17 
power rating for the power converter and, consequently, higher costs. In addition, flexibility is of major importance, considering 18 
that desired requirements might change over time, especially to a smart grid scenario. 19 
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 1 
Fig. 1.  Block diagram of the flexible current reference generator. 2 
Fig. 1 shows the block diagram of the proposed current reference generator applied to a current controlled three-phase APF. 3 
Basically, it measures instantaneous voltages and currents and then it provides the CPT decomposed current terms and 4 
conformity factors. Based on the last three equations (26), (27) and (28), the scaling coefficients are set and the current 5 
references for the APF are generated as: 6 
࢏௙כ ൌ ݅௠כ௙ ൌ ݅௥௠௕  ?൫݇ொ െ  ?൯ ൅ ݅௠௨  ?ሺ݇ே െ  ?ሻ ൅ ݅௩௠  ?ሺ݇஽ െ  ?ሻǤ (29) 
Equation (29) is the general equation for the disturbing current compensation and indicates that the balanced active current 7 
(active power) transfer from the APF to the PCC is zero. The balanced reactive, unbalanced and harmonic current compensation 8 
can be controlled by varying the scaling coefficients. From (29) is also found that the APF can compensate all current 9 
disturbances if ݇ொ ൌ ݇ே ൌ ݇஽ ൌ  ?. The filter output current, in each phase, can be calculated as: 10 
ܫ௙௠௘௦௧ ൌ ටܫ௥௠௕ ଶ  ?൫݇ொ െ  ?൯ଶ ൅ ܫ௠௨ ଶ  ?ሺ݇ே െ  ?ሻଶ ൅ ܫ௩௠ଶ  ?ሺ݇஽ െ  ?ሻଶǤ (30) 
Thus, the estimated output filter current (maximum capacity of the APF) should be: 11 ܫ௙௘௦௧ ൌ ܯܣܺሺܫ௙௔௘௦௧ ǡ ܫ௙௕௘௦௧ ǡ ܫ௙௖௘௦௧ሻǤ (31) 
Even if it is not addressed in this paper, under saturation condition, the scaling coefficient must adapt to deal with the filter 12 
capacity constraints and desired performance. An optimal algorithm might be applied to select a set of conformity factors for 13 
that condition, as in [18],[19]. However, even without an optimal priority resolver the proposed system is applicable, as it will 14 
always track the pre-set desired conformity factor reference, even under external perturbation. 15 
IV. APF CONTROL LOOP SCHEME 16 
The proposed control is shown in Fig. 2. The 4-leg 2-level inverter is modulated with sine-triangle PWM, and the 4th leg is 17 
modulated with duty cycle equal to 50%, i.e. zero average voltage with respect to the center of the DC link. This choice is due to 18 
the fact that the operating condition does not require the exploitation of the additional degree of freedom given by the neutral leg 19 
voltage. To ensure constant voltage at the DC link ( ஽ܸ஼) a proportional-integral based controller has been used as DC link 20 
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voltage regulator. The proportional and integral gains were designed by the classical phase margin ±crossover frequency design 1 
method and are shown in Table I. The output of the voltage controller is multiplied by a normalized PCC voltage (ݒ௉஼஼), to 2 
generate the active current component required to balance the converter losses, and corresponds to resistive load synthesis [10]. 3 
Then, the output of the multiplication is added to the current references (࢏௙כ), delivered by the flexible current reference 4 
generator (from Fig. 1). Finally, it leads to the reference of the current control loop (࢏௙ככ). Thus, the APF acts as a high power 5 
factor controlled rectifier during load transient conditions and as an active current compensator under steady-state. 6 
 7 
 8 
Fig. 2.  Block diagram of the APF control loop scheme. 9 
Table I.  Parameters of active power filter. 10 
Active power filter 
Nominal apparent power = 6,5kVA; 
Source line-to-line voltage = 220V (60Hz); 
Coupling inductance (LFm) = 1.5mH; 
Inductor resistance (RFm  
DC link capacitor (CDC) = 4.7mF; 
Current sensor gain = 1/35; 
AC voltage sensor gain = 1/350; 
DC voltage sensor gain = 1/500; 
Sampling frequency = 12kHz; 
Switching frequency = 12kHz. 
Voltage loop Current loop 
KP = 3.66; 
KI = 30.18. 
KP = 1.15;   KI = 1200; 
KL = 0,8; 
m = 3; 
N = 200. 
 11 
Observe that there is no use of any reference-frame transformations or synchronization algorithms to generate the filter 12 
current references or to control the APF. The absence of synchronization algorithms is valid for a certain range of frequency 13 
YDULDWLRQ §  - 1% of nominal frequency), due to the moving average filters used in CPT decompositions, tuned at the 14 
fundamental frequency. The absence of a synchronization algorithm or reference transformation in normal operation, improves 15 
the filter performance under non-ideal voltage source. 16 
The three-phase APF has to be able to track harmonic current references. Therefore, the proposed current controller in the abc 17 
frame must have large bandwidth and high gain at the relevant harmonic frequencies. This can be achieved using resonant 18 
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controllers or repetitive controllers, since a PI controller would not be able to provide the same gain at high frequencies, while 1 
maintain a stable closed loop. In the implementation of the flexible active compensator, an iterative learning control (P-type 2 
ILC) structure has been used [7]. A P-type ILC controller is a different formulation of a repetitive controller, with the advantage 3 
of simplifying the design process. The dynamic response of an ILC scheme is inherently slow, due to the one fundamental 4 
period delay on which the repetitive control action relies. Even if the steady-state performance is satisfactory, this can degrade 5 
the effectiveness of the compensation during load variations. To enhance the dynamic response, a proportional-integral based 6 
controller is added in parallel to the ILC, as shown in Fig. 3. In a qualitative description, the PI regulator compensates for the 7 
fast part of the transients, but cannot guarantee small tracking errors in steady-state, while the ILC responds slowly but 8 
compensates for the tracking errors left by the PI.  9 
The adopted design procedure follows the one proposed in [7]. It is based on a two steps procedure: 1) the PI regulator is 10 
designed to guarantee stability of the closed loop, neglecting the presence of the parallel ILC controller and considering the 11 
converter as the design plant. 2) The ILC controller is designed considering as design plant both the converter and the pre-12 
designed PI regulator. In this way, a stable design of the overall system can be achieved. According to 1) the PI controller is first 13 
designed neglecting the ILC controller and, for this paper, the design targets were 75° of phase margin and 700Hz of crossover 14 
frequency. KP and KI in Table I are the proportional and the integral gains resulting from this design (before discretization). The 15 
Bode plot is shown in Fig. 4. 16 
If the preliminary design of the PI regulator is straightforward, and can be done in the Laplace domain followed by 17 
discretization, the design of the ILC in Fig.3 requires a more careful design in Zeta domain. Referring to [7] and to Fig.3, N is 18 
the total number of samples at the fundamental period of the signal in which we want the repetitive action. L(z) and F(z) have 19 
been called in [7@³OHDUQLQJIDFWRU´DQG³IRUJHWWLQJIDFWRU´DQGFDQEHJHQHULFGLJLWDOILOWHUV1RWHWKDWLI/] )] WKH,/&20 
becomes an ideal repetitive controller. The addition of L(z) and F(z) provides the degrees of freedom required to ensure stability 21 
of the closed loop system. In this implementation, L(z) is composed by a gain KL and a phase shift m-N. KL changes the total 22 
gain of the controller, while m-N is a phase gain (a delay of m-N corresponds to an advance of m). To limit the degrees of 23 
freedom in the design, F(z) has been set as a moving average filter over two samples, with the goal of reducing the amplitude of 24 
the repetitive peaks. In conclusion, the design of the ILC controller depends on the choice of m and KL. The gain KL has been set 25 
to 0.8, and m has been derived by simulation to guarantee that the Nyquist diagram of the loop gain (including converter, PI and 26 
ILC) remains within the unit circle, guaranteeing stability. Note that the design procedure is iterative, and the choice of specific 27 
constraints (as F(z) and KL in this design) not always leads to a stable solution and might require the exploitation of all the 28 
degrees of freedom. 29 
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 1 
Fig. 3.  Block diagram of the PI-ILC current controller. 2 
 3 
Fig. 4.  Bode plot of the designed current controller (magnitude only). 4 
V. EXPERIMENTAL RESULTS 5 
A. Setup description 6 
The power circuit applied to the experimental validation is a nonlinear and unbalanced three-phase four-wire network, as in 7 
Fig. 5. The active filter prototype was based on a three-phase four-leg voltage source converter using insulated gate bipolar 8 
transistors (IGBT - SKM 100GB128D, driven by a SKPC 22/2 ± both from Semikron). The digital controllers were 9 
implemented in a fixed-point digital signal processor (TMSF2812) from Texas Instruments. Details of the source voltages (vs) 10 
and loads are shown in Table II. The APF and its control parameters are in Table I. 11 
 12 
Fig. 5.  Nonlinear and unbalanced three-phase four-wire circuit. 13 
Table II.  Parameters of source voltages and loads. 14 
Load parameters 
RRLa=4.4LRLa=15mH; 
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RRLb=4.1LRLb=18mH; 
RRLc=3.7LRLc=30mH. 
LNLa=1mH; LNLb=1mH; LNLc=1mH; 
RNL=42CNL=2.35mF. 
Sinusoidal three-phase source (60Hz) 
VSa=1270oV; VSb=127-120oV; VSc=127120oV; 
LLm=0.5mH; RLm  
Distorted and asymmetrical three-phase source (60Hz) 
VSa=1220° + 3.73·0° + 3.75·0° + 1.87·0°V; 
VSb=127-120° + 3.83·(-120°) + 3.85·(-120°) + 1.97·(-120°)V; 
VSc=115120° + 3.43·(120°) + 3.45·(120°) + 1.77·(120°)V. 
 1 
B. Operation under sinusoidal voltage source 2 
In order to evaluate the proposed flexible strategies and the designed voltage and current controllers, the system of Fig. 5 has 3 
been implemented and tested under sinusoidal voltage source. The results are depicted in Fig. 6. 4 
Fig. 6.a. shows the instantaneous three-phase PCC voltages and load currents, including neutral wire current, without 5 
compensation (kQ=kN=kD=1). Note that the PCC voltages are slightly distorted and asymmetric due to the effect of the nonlinear 6 
and unbalance currents flowing through the line impedances. The RMS and THD values of the load phase currents are: 20.9A, 7 
10.98% (phase a); 17.4A, 13.33% (phase b) and 16.1A, 14.73% (phase c). See Table III for more details regarding to the RMS 8 
and THD voltage and current values. Moreover, the load unbalance effect can be observed by the neutral current. 9 
In Fig. 6.b the scaling coefficients are set to zero (kQ=kN=kD=0), which means full power factor compensation. This strategy 10 
leads to ideal source currents: waveforms are practically sinusoidal (see THD in Table III), in phase with PCC voltages and free 11 
of unbalanced components, even the neutral wire current is close to zero. However, this full compensation needs a significant 12 
amount of current/power rating of the inverter, increasing its cost. See Table III for a quantitative analysis of RMS current 13 
values in each compensation strategy. 14 
Figs. 6.c and 6.d show the reactivity (kQ=0 and kN=kD=1) and unbalance (kN=0 and kQ=kD=1) conformity factor 15 
compensations, respectively. In the first, only the reactive power is compensated, whereas in the second only the unbalance 16 
power is minimized. 17 
 18 
Table III.  PCC voltages, currents and power and filter currents of selective compensation under sinusoidal voltage source operation. 19 
Params. Load ࢏࢔ࢇ ࢏࢘࢈ ࢏࢛ ࢏࢜ 
A[kVA] 6.71 5.02 5.21 6.67 6.71 
P[kW] 4.46 5.01 4.96 4.69 4.69 
Q[kVAr] 4.80 0.03 0.01 4.65 4.64 
N[kVA] 1.16 0.10 1.25 0.08 1.16 
D[kVA] 0.92 0.36 0.95 0.90 0.38 
Va [V] 
THD[%] 
122.3 
2.29 
124.8 
0.92 
124.6 
2.14 
122.5 
2.24 
122.3 
0.81 
Vb [V] 
THD[%] 
121.9 
2.27 
124.5 
0.87 
124.3 
2.20 
122.3 
2.18 
121.8 
0.84 
Vc [V] 123.4 125.4 126.0 123.3 123.7 
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THD[%] 2.26 0.90 2.25 2.22 0.80 
Isa [A] 
THD[%] 
20.88 
10.98 
13.74 
3.13 
17.81 
13.60 
18.39 
12.41 
20.98 
2.08 
Isb [A] 
THD[%] 
17.43 
13.33 
13.21 
2.20 
12.77 
19.27 
17.97 
12.87 
17.34 
1.80 
Isc [A] 
THD[%] 
16.12 
14.73 
13.24 
1.82 
10.01 
25.06 
18.00 
12.79 
15.97 
1.76 
Ifa [A] --- 13.3 13.1 3.2 2.2 
Ifb [A] --- 13.7 13.2 1.2 3.3 
Ifc [A] --- 14.3 13.0 4.1 2.7 
 1 
 
(a) load (kQ=kN=kD=1) 
 
(c) ibr (kQ= 0 and kN=kD=1) 
 
(e) step down voltage variation 
 
(b) ina (kQ=kN=kD=0) 
 
(d) iu (kN= 0 and kQ=kD=1) 
 
(f) step down voltage variation (zoom) 
Fig. 6.  Selective load current compensation under sinusoidal voltage source operation. 2 
To evaluate the dynamic behavior of the DC link voltage controller, a 30% step down on the PCC voltage was applied to 3 
evaluate the system response under external disturbances. The results are shown in Fig. 6.e and 7.f. The corresponding DC 4 
voltage varies about ±10V and follows the load time constant. From Fig. 6.f it is possible to observe that the source current 5 
becomes sinusoidal after three cycles. 6 
Moreover, in order to evaluate the flexible selective compensation capability and its practical feasibility, we decided to set 7 
two scaling coefficients and then vary the third one. Tables IV, V and VI show the following configurations: (ߣொכ  and kN=kD=0); 8 
(ߣேכ  and kQ=kD=0) and (ߣ஽כ  and kQ=kN=0). 9 
Finally, in Table VII is shown a result where all the load conformity factors have been selectively driven by the set of 10 
references (ߣொכ , ߣேכ , ߣ஽כ ). From these set of conformity factors and (13) it is possible to calculate the expected power factor. 11 
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C. Operation under distorted and asymmetrical voltage source 1 
To evaluate the selective compensation under non-ideal voltage conditions, the load was supplied by distorted and 2 
asymmetrical voltages, as shown in Table II. Fig. 7 and Table VIII report the corresponding results. 3 
Fig. 7.a shows the instantaneous three-phase PCC voltages and load currents, including neutral wire current, without 4 
compensation (kQ=kN=kD=1). In this case, a portion of neutral wire current is caused by the unbalanced load and other portion is 5 
caused by the distorted and asymmetrical voltages.  6 
 7 
Table IV.  Flexible reactivity conformity factor compensation (ࣅࡽכ  and kN=kD=0). 8 ߣொכ  0.00 0.30 0.44 0.52 ߣ 0.960 0.918 0.867 0.826 ߣொ 0.000 0.301 0.439 0.523 ߣே 0.215 0.205 0.196 0.186 ߣ஽ 0.185 0.182 0.176 0.167 
 9 
Table V.  Flexible unbalance conformity factor compensation (ࣅࡺכ  and kQ=kD=0). 10 ߣேכ  0.00 0.05 0.10 0.12 ߣ 0.701 0.709 0.689 0.698 ߣொ 0.706 0.697 0.715 0.705 ߣே 0.013 0.053 0.096 0.111 ߣ஽ 0.141 0.139 0.138 0.141 
 11 
Table VI.  Flexible distortion conformity factor compensation (ࣅࡰכ  and kQ=kN=0). 12 ߣ஽כ  0.00 0.08 0.10 0.12 ߣ 0.693 0.686 0.694 0.682 ߣொ 0.712 0.717 0.708 0.718 ߣே 0.152 0.154 0.154 0.154 ߣ஽ 0.061 0.088 0.106 0.126 
 13 
Table VII.  Flexible current reference generator (ࣅࡽכ , ࣅࡺכ , ࣅࡰכ ). 14 ࣅࡽכ =0.20 ࣅࡺכ =0.10 ࣅࡰכ =0.08 ࣅכ=0.972 
0.200 0.115 0.084 0.970 
 15 
Fig. 7.b shows the full power factor compensation (kQ=kN=kD=0) under non-ideal voltage source operation. As expected, the 16 
source current waveforms assume the same waveforms of the PCC voltages, and the neutral wire current is reduced to the 17 
contribution from the grid voltage non-ideality. 18 
Fig. 7.c shows the unbalance (kN=0 and kQ=kD=1) conformity factor compensation under distorted and asymmetrical voltages. 19 
Note that the unbalance power is minimized; however, the neutral current is not eliminated due to the asymmetry existing in the 20 
voltages. 21 
Following, Fig. 7.d shows the distortion (kD=0 and kQ=kN=1) factor compensation under these non-ideal voltages. In this case 22 
one can notice that even reducing the distortion power (void currents), the resulting currents are still distorted due to the 23 
influence of the distorted source voltages, which affects the other three current components (active, reactive and unbalanced). 24 
See Table VIII for a detailed analysis. 25 
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Finally, to validate the selective compensation and its feasibility under non-ideal conditions, we have applied the global 1 
power factor compensation (ߣכሻ using (25) and the unbalance conformity factor compensation (ߣேכ  and kQ=kD=0). These results 2 
are reported in Tables IX and X, where the effectiveness of these strategies has been confirmed even under operation with non-3 
sinusoidal mains. 4 
 
(a) Load (kQ=kN=kD=1) 
 
(c) iu (kN= 0 and kQ=kD=1) 
 
(e) step up load variation 
 
(b) ina (kQ=kN=kD=0) 
 
(d) iv (kD= 0 and kQ=kN=1) 
 
(f) step up load variation (zoom) 
Fig. 7.  Selective load current compensation under distorted and asymmetrical voltage source operation and load step variation. 5 
Table VIII.  PCC voltages, currents and power and filter currents for selective compensation under distorted and asymmetrical voltage source. 6 
Params. Load ࢏࢔ࢇ ࢏࢘࢈ ࢏࢛ ࢏࢜ 
V [A] 202.5 206.6 206.4 202.7 202.5 
I [A] 29.5 21.7 22.0 29.6 29.7 
A[kVA] 6.03 4.48 4.64 6.03 6.06 
P[kW] 3.95 4.48 4.46 4.16 4.23 
Q[kVAr] 4.40 0.01 0.01 4.27 4.24 
N[kVA] 0.86 0.07 0.92 0.07 0.89 
D[kVA] 0.87 0.21 0.92 0.90 0.26 
Va [V] 
THD[%] 
110.9 
5.76 
112.7 
4.52 
112.9 
5.77 
110.9 
5.91 
111.0 
4.85 
Vb [V] 
THD[%] 
122.3 
6.13 
124.3 
4.92 
124.9 
6.21 
122.2 
6.37 
122.2 
5.11 
Vc [V] 
THD[%] 
117.5 
6.76 
120.4 
4.71 
119.9 
6.60 
118.0 
6.34 
117.4 
5.42 
Isa [A] 
THD[%] 
16.3 
13.07 
12.1 
5.54 
14.6 
16.36 
16.5 
13.77 
16.4 
5.05 
Isb [A] 
THD[%] 
18.7 
10.08 
12.9 
5.95 
13.6 
15.77 
17.6 
10.54 
18.8 
4.14 
Isc [A] 
THD[%] 
16.5 
15.63 
12.6 
6.04 
10.4 
27.69 
17.4 
16.25 
16.3 
4.41 
Table IX.  Flexible power factor compensation. 7 ߣכ 0.98 0.95 0.92 0.90 ߣ 0.981 0.958 0.929 0.916 ߣொ 0.179 0.270 0.353 0.383 
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 ߣே 0.048 0.069 0.083 0.09 ߣ஽ 0.059 0.074 0.087 0.094 
Table X.  Flexible unbalance conformity factor compensation (ࣅࡺכ  and kQ=kD=0). 1 ߣேכ  0.05 0.08 0.1 0.12 ߣ 0.68 0.684 0.668 0.689 ߣொ 0.725 0.720 0.735 0.713 ߣே 0.056 0.085 0.104 0.122 ߣ஽ 0.146 0.144 0.14 0.144 
 2 
D. Discussion of computational complexity 3 
The CPT current decompositions and load conformity factors calculation require high computational efforts [26]. However, 4 
for most applications they do not need to be processed in real-time. Thus, the CPT calculation could run into a low frequency 5 
loop or in case of a three-phase APF, the phase equivalent conductance and reactivity [ܩ௠ and ܤ௠from (2-5)] of each phase 6 
could be updated within a period of fundamental cycle. Thus, each phase quantity would be processed into a period of three 7 
fundamental cycles.  8 
This strategy may be used when facing computational limitations and it may cause a delayed transient response resulting 9 
under or over compensation until the next update. However, such strategy was applied to generate all WKHSDSHU¶Vresults, and as 10 
it was observed, it led to an acceptable dynamic performance taking only few line periods to convergence, as reported in Figs. 11 
7.e and 7.f. 12 
E. Discussion about the dynamic response under load steps 13 
To evaluate the reference generator and designed current controller under load variations, the DC link was imposed by a DC 14 
power source, aiming to observe the dynamic response of the currents without the effect of the link voltage regulator. A step up 15 
of 20% of the nominal load power was applied, and the result is shown in Figs. 7.e and 7.f.  16 
The transient lasts few line periods and it is not related to the current controller dynamic, which is faster (refers to section IV). 17 
Indeed, as mentioned previously, the dynamics is dominated by the current reference generator. The applied moving average 18 
filters inherently have one cycle response. Then, the observed response is due to the computational strategy used to update the 19 ܩ௠ and ܤ௠, as explained in section V.D. 20 
VI. CONCLUSIONS 21 
This paper presented a three-phase APF controlled in stationary (abc) coordinates using a flexible current reference generator, 22 
which is based on orthogonal instantaneous current decomposition from CPT and a defined set of conformity factors related to 23 
specific load disturbing effects. The conformity factors can be set to any references between their ideal value (full 24 
compensation) and the non-compensation case, through the definition of appropriate scaling coefficients, thus offering a flexible 25 
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tool when full compensation is not possible. The scaling coefficients allow the system to reach accurate desired conformity 1 
factors at the grid side (PCC). 2 
The flexible current reference generator might be applied to single- or three-phase APF as well as to other grid-tied 3 
converters, as those for renewable distributed generators. The provided current references for flexible compensation have been 4 
tracked by modified hybrid P-type iterative learning current controller, which has shown good steady-state and dynamic 5 
performances even to high frequency harmonics. The control scheme does not use reference-frame transformation or 6 
synchronization algorithm, which simplifies its understanding and improves its operation under non-ideal voltage source. The 7 
proposed solution has been validated through theoretical and experimental results, under ideal and non-ideal voltage source 8 
operation. 9 
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